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1.1

1.2

KaDeck

Assembly, installation and operating instructions

General

About these instructions

These instructions ensure the safe and efficient handling of this equipment. These instructions form an integral part of the
equipment and have to be kept in the direct vicinity of the equipment and available to personnel at all times.

All personnel must have carefully read through these instructions prior to commencing all work on the equipment. A funda-
mental prerequisite for safe working is compliance with all the stated safety instructions and other instructions contained in
this manual.

In addition all local occupational health and safety at work regulations apply, as do general safety provisions governing the
use of the equipment.

lllustrations in this guide are intended to provide a basic understanding and may differ from the actual model.
Ongoing tests and further developments may result in small variations between the unit supplied and the instructions.

Explanation of Symbols

DANGER!

This combination of symbol and signal word indicates an immediately dangerous situation caused by electri-
cal power, which will cause death or serious injury if not avoided.

WARNING!

This combination of symbol and signal word indicates a possible hazardous situation.

IMPORTANT NOTE!

It represents a potentially hazardous situation, which could lead to damage to property or for a measure to
optimise workflows.

IMPORTANT NOTE!

This symbol highlights useful hints, recommendations and information for efficient and trouble-free opera-
tion.

il
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2 Safety

This section provides an overview of all important safety aspects to ensure optimum protection of personnel as well as safe
and trouble-free operation. In addition to the safety instructions in these operating instructions, the valid safety, accident pre-
vention and environmental protection regulations must be observed for the area of use of the unit. It is the duty of the opera-
tor to ensure that instructions relating to maintenance (e.qg. relating to hygiene) are complied with.

2.1 Correct use
The appliances are used exclusively for heating and chilling air in frost-free and dry interior spaces.

The appliance must be connected to the on-site heating / cooling / ventilation system and the on-site waste water and power
grid within the room to be treated. The Operating and application limits in chapter 2.2 [ 6] must be observed.

O IMPORTANT NOTE!
Only use the unique after completion of the complete building and system. Site heating is not deemed to be
correct and proper use.

Intended use of the unit also includes adherence to these instructions.
Any use beyond or other than the stated intended use is considered as misuse.

Any modification to the unit or use of non-original spare parts will cause the expiry of the warranty and will invalidate the
manufacturer’s liability.

Information in accordance with UL60335-1

» This unit can be used by children aged 8 years or more and also by people with reduced physical, sensory or mental capa-
bilities or a lack of experience and knowledge, if they are supervised or have been instructed in the safe use of the unit
and the resulting dangers. Do not allow children to play with the unit. Do not allow children to clean and maintain the
unit without supervision.

» The unit is not intended for operation above 2,000 m.a. s.I.

» This unit is not intended for permanent connection to the drinking water supply system. This unit is intended for perma-
nent connection to a heating water circuit, and may not be connected using hose sets.

» The water network needs to include safety measures to prevent the danger of overpressure.

» This unit is not intended to be accessible to the general public. The water network needs to include safety measures to
prevent the danger of overpressure.

. KAmpmAW



2.2

Limits of operation and use

Operating limits

Min./max. water temperature
Min./max. air intake temperature
Min./max. air humidity

Min. operating pressure

Max. operating pressure

Min./max. glycol content
Tab. 1: Operating limits

Operating voltage
Power/Current consumption
Tab. 2: Operating voltage

°C/I°F
°C/I°F

%

bar/kPa
bar/kPalpsi
%

24 VDC (Class 2 NEC)
On the typeplate

KaDeck

Assembly, installation and operating instructions

4-80/39-176
6-40/43-104
20-60

16/1600/232
25-50

The water used should be free of contamination, such as suspended substances and reactive substances.

Water quality
pH value (at 20 °C/68°F)
Conductivity (at 20 °C/68°F)
Oxygen content (0,)
Hardness
Sulphur ions
Sodium ions (Na*)
Iron ions (Fe*)
Manganese ions (Mn?*)
Ammonia ions (NH*)
Chlorine ions (CI)
Co,
Sulfate ions (SO,*)
Nitrite ions (NO,,)
Nitrate ions (NO,,)

Tab. 3: Water quality

uS/cm / ppm
mg/l / (Ib/gal)
°dH / ppm CaCo,

mg/l / (Ib/gal)
mg/l / (Ib/gal)
mg/l / (Ib/gal)
mg/l / (Ib/gal)
mg/l / (Ib/gal)

mg/l / (Ib/gal)
mg/l / (Ib/gal)
mg/l / (Ib/gal)

89
<700/ <350

<0.1/(<0.00000083)

4-8.5/0.224-0.476

not measurable
<100/ (<0.00083)

<0.1/(<0.00000083)
<0.05 / (<0.000000415)
<0.1/(<0.00000083)

<100/ (<0.00083)
<50

<50/ (<0.000415)
<50/ (<0.000415)
<50/ (<0.000415)
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IMPORTANT NOTE!

Danger of frost in cooling mode!
There is a risk of the heat exchanger freezing when used in unheated rooms.

» Make sure that the unit is equipped with a frost protection sensor and/or thermostat in this case.

IMPORTANT NOTE!

Warning of misuse!
In the event of misuse, as itemised below, there is a danger of limited or failing operation of the unit. Ensure
that the airflow can circulate freely.

Never operate the unit in humid areas, such as swimming pools, wet areas etc.

Never operate the unit in rooms with an explosive atmosphere.

Never operate the unit in aggressive or corrosive atmospheres (e.g. sea air).

Never operate the unit above electrical equipment (such as switch cabinets, computers or other electrical
units, or contacts that are not drip-proof).

» Never use the unit as a construction site heater.

» Never operate the unit in areas with a high dust content.

v v v v

IMPORTANT NOTE!

Energy losses due to misuse!
Operating the unit with open windows (or other room openings) can result in significant energy losses.

» Heating and cooling modes (particularly when operating different units) need to be coordinated with each
other.

2.3 Risk from electrocution!

DANGER!

Risk of fatal injury from electrocution!
Contact with live parts will lead to fatal injury from electrocution. Damage to the insulation or individual
components can lead to a fatal injury.

» Only permit qualified electricians to work on the electrical system.

» Carry out all electrical work in accordance with the National Electric Code (NEC and CEC).

» Immediately disconnect the system from the power supply and repair it in the event of damage to the insu-
lation.

» Keep live parts away from moisture. This can cause a short circuit.

» Properly earth the unit.

. KAmpmAW



2.4

2.5
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Personnel requirements - Qualifications

Specialist knowledge

The installation of this product requires specialist knowledge of heating, cooling, ventilation, installation and electrical engi-
neering. This knowledge, generally learned in vocational training in one of the fields mentioned above, is not described sepa-
rately.

Damage caused by improper installation is the responsibility of the operator or installer. The installer of these units should
have adequate knowledge of the following gained from specialist vocational training

» Safety and accident prevention regulations
» Guidelines and recognised technical regulations, e.g. National Electric Code (NEC) and Canadian Electric Code (CEC).

The installation, operation and maintenance of this unit must comply with the applicable laws, standards, provisions and regu-
lations in the respective country and the current state of the art.

Expertise

The installation of this product requires expertise in heating, installation and electrical engineering, in compliance with na-
tional regulations. As this knowledge is normally acquired through professional training in one of the above fields, it is not
dealt with further here.

Damage caused by improper installation is the responsibility of the operator or installer. Installers of these units should have
adequate knowledge of the following based on their qualifications

» Safety and accident prevention regulations

» Guidelines and recognised technical regulations, e.g. National Electric Code (NEC) and Canadian Electric Code (CEC).
» ANSI/ NFPA

» Technical wiring regulations (TABs) specified by the regional power suppliers

The installation, operation and maintenance of this unit must comply with the applicable laws, standards, provisions and regu-
lations in the respective country and the current state of the art.

Personal Protective Equipment

Personal protective equipment is used to protect people from impaired safety and health when working with the unit. The ap-
plicable accident prevention regulations at the place of use apply in all cases.

Personnel have to wear personal protective equipment during maintenance and troubleshooting on and with the unit.

KAMDMAM
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3  Transport, storage and packaging

3.1 General transport instructions
Check on delivery for completeness and transport damage.

Proceed as follows in the event of visible damage:

» Do not accept delivery or only accept with reservations.
» Record any transport damage on the transportation documents or on the transport company's delivery note.
» Submit a complaint to the freight forwarder.

O  IMPORTANT NOTE!

Warranty claims can only be made within the applicable period for complaints. (More information is available
in the T&Cs on the Kampmann website)

O IMPORTANT NOTE!
ﬂ 2 people are needed to transport the unit. Wear personal protective clothing when transporting the unit. Only
lift the unit on both sides and not by the pipes / valves.

IMPORTANT NOTE!

Material damage caused by incorrect transport!
Units being transported can drop or topple over if transported wrongly. This can cause serious material dam-

age.

» Proceed carefully when unloading the equipment on delivery and when transporting it on site and note the
symbols and instructions on the packaging.

» Only use the holding points provided.

» Only remove packaging shortly before assembling the unit.

3.2 Scope of delivery

IMPORTANT NOTE!
Check the scope of delivery!

» Check the delivery for damage.
» Check that the articles and type numbers are correct.
» Is the delivery and number of items delivered correct?

. KAMoMAMW
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3.3 Storage

Store packaging under the following conditions:

»

v v v v w

Do not store outdoors.

Store in a dry and dust-free place.

Store in a frost-free place.

Do not expose to aggressive media.
Protect from direct sunlight.

Avoid mechanical vibrations and shocks.

O  IMPORTANT NOTE!

Under certain circumstances, packages can carry storage instructions that exceed the requirements listed
here. Comply with these instructions accordingly.

3.4 Packaging

Handling packaging materials

Dispose of packaging materials in line with the applicable statutory requirements and local regulations.

i IMPORTANT NOTE!

IMPORTANT NOTE!

The packaging is also use to protect the product from site dust and dirt. Only remove packaging shortly be-
fore assembling the unit.

KAMDMAM
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4  Technical data

Unit KaDeck
Design 1-sided 2-sided
Width [inch] 235/244 235/244
Length [inch] 47.2 148.8 47.2 /48.8
Height [inch] 6.5 6.5

Weight [pound] 106.9 121.5

Air volume flow [cfm] 10.83-64.44 19.44-115.28
Internal volume 2-pipe system [US gal.] 0.26 0.50
Internal volume 4-pipe system cooling [US gal.] 0.21 0.39
Internal volume 4-pipe system heating [US gal.] 0.05 0.10
Heating capacity [MBH] 3 1598-12783 2963-31038
Cooling capacity [MBH] * 451-5360 830-10413
Sound power level [dB(A)] 21-47 23-50

3 at LPHW 167 /149 °F, t,, = 68 °F

4 at LPHW 45/54 °F, t,, = 81 °F
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5 Construction and function

5.1 Overview

N
\\‘\J

Fig. 1: KaDeck at a glance (example two-sided outlet, humid cooling)

Design trim Filter

Locking plate Condensate tray

Suspension bracket Electrical connection box

oo |~ |N

Tangential fan Primary air connection

O | IN|[UV|W | —

Heat exchanger
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5.2 Brief description
KaDeck are fan-operated ceiling cassettes for ceiling installation for the continuous air conditioning of all types of building ar-
eas that need to be cooled or heated quietly. The units can be installed on the wall or in the center of the room.

5.3  Wear parts list

Figure Article Properties For use with Art. no.

Replacement filter with
frame

1 units KaDeck 326007010004

. AMoMAW
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6 Installation and wiring

6.1 Defining the installation position

The one-sided arrangement is installed on the The two-sided arrangement is installed in the centre
window or corridor side. of the room.
] . |

Isometrics — one-sided unit [sometrics — two-sided unit

6.2 Requirements governing the installation site

Only install and assemble the unit if the following conditions are met:

» Make sure that the unit is securely suspended/standing.

» Ensure that the airflow can circulate freely.

» Provide adequate space for appropriately sized flow and return water connections on site (Connection to the pipe
network [ 21]).

» There is a Class 2 power supply on site (Maximum electrical rating values [ 26]).

KAMBMAMN .
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6.3 Minimum clearances

The minimum distance from the air outlet to the wall/window should be 78.7 inches to avoid draughts.

(L e ]

VAL,

min. 78.7 min. 157.48

min. 78.7

min. 39.4

777777 ]

Fig. 2: Minimum distances (inches)

I

f

min. 78.74
max. 118.11

min. 78.74
max. 118.11

w: I I v

Example, two-sided device

Example, single-sided device

When heating with KaDeck from the ceiling, a minimum air circulation rate of 5 times must be ensured. In older buildings in

particular, cold, uninsulated floors can lead to high stratification of room temperatures. It may be necessary to circulate the air
using additional measures such as fans or radiators.

. KAmomAN



6.4 Installation
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2 people are needed to install the unit.

—Jo [Zo

—lo

CAUTION!

Risk of injury from sharp metal housing!
The inner metal of the casing can have sharp edges.

» Wear suitable protective gloves.

IMPORTANT NOTE!

Horizontal installation of units!
When installing the units, ensure that they are completely horizontal to ensure proper operation.

IMPORTANT NOTE!

Avoid draughts!
Consider the occupied zone when installing/suspending the units. Do not expose people to the direct air flow.
Position the unit accordingly and adjust the air outlet if required.

IMPORTANT NOTE!

Sound insulation
Provide for sound isolation between the KaDeck and the adjacent building if required.

KAMBMAN .
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6.4.1 Unit installation dimensions

==} ==

%65

64

®

o @
Fig. 3: Dimensions single-sided device

A

o
17 ‘ 1 ‘ 17 N‘ 08 s - 08
ZI g ° %’ '@ogg H@ B
= ' ~
o @

Fig. 4: Dimensions two-sided device

Air outlet System  Water content heating
[US gal. ]
2-pipe 1
1-sided
4-pipe 0.2
2-pipe 1.9
2-sided
4-pipe 0.4

. KAMoMAMW

Water content cooling
[US gal. |

0.8

Grid dimension

[inch ]

23.6x23.6

24.6x24.6

23.6x23.6

24.6x24.6

23.6x23.6

24.6x24.6

23.6x23.6

24.6x24.6

Overall length A Width B

[inch ]

28.8

47.2

28.8

28.8

47.2

28.8

47.2

[inch ]

235

244

235

24.4

24.4

Weight
[Ib]

52.9
52.9
48.5
52.9
55.1
52.9
55.1
52.9
61.7
59.5
63.9
61.7
61.7
59.5
63.9
61.7



6.4.2

Installing the unit on the ceiling
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&
s = BEM|

w
155 ™ 155

[
| | [l

EAE e

o WAmomAW

Fig. 5: Drilling positions

Drill four fixing holes (refer to drilling spacings) into the load-bearing ceiling,
insert dowels and fit the appropriate M8 threaded rods.

A: Use the fender washer and nut to attach the mounting brackets supplied
to the threaded rods and secure them (with a self-locking nut or locknut).
Screw the M5 screws supplied halfway into the thread on the KaDeck. Then
hook the KaDeck into the mounting brackets and tighten the M5 screws.

B: Use the M5 screws to attach the supplied mounting brackets to the
KaDeck. Using a fender washer and nut, fasten the threaded rods to the four
corresponding mounting brackets on the unit and secure (with self-locking
nuts or locknuts).

Open the design panel by pulling on the notches.

I e e

Fig. 8: Pressing in the retaining plate

» Push the securing panel inwards to unlock the design panel and open it fully.

Fig. 9: Design panel open

Release the design panel downwards. CAUTION: When opening/removing the
4| design panel, do NOT allow the opening angle to exceed 90° to prevent damage!

KAMBMAN
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» Unlock the hinges on the right and left by pulling on them and remove the
design panel.

Fig. 10: Unlocking hinges

. KAMomAN



6.5 Installation

6.5.1 Connection to the pipe network
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104 [4.1]

Isometry, one-sided
discharge Isometry, two-
sided discharge
166 [6.5 166 [6.5
—e - —
300[11.8] 280([11.0] : 77 [3.0] 1103 [43.4] 325[12.8]  255[10.0]
é""" o i (55 - o
il Mﬁ Kool (5 AV ﬁ by o8 .. 55 77m
o 2 ® Front view . .@ @
Side view right Side view left
97 [3.8] 995 [39.2] 87 [3.4]
@
oo oy D
) -~~~ - — - hl §
E‘ = r \'H\iﬂ\iﬂ\imimim}\\iﬂ\iﬂ\iﬂFW\T'HTT\FHTT\Tﬂrﬁ\}\}\\iﬂ\—\ @ %
(‘:l_‘ ‘ p\mmmm\mu\mmmmm\mmmmmmmqu ‘ %
1 [ | @4%
= ITHTHTTHTUTT T T THTHT T )
ST OT—1 il o)
o @ LN L L P PELE L L L L UL L L L LLPLLE L =
2 CooITITITITITit ) 2
T T
@ .
® Top view
N 75 [3.9] 1105 [43.5]
ﬂﬁ& ﬁ KaDeek [AMDI/AN
e g e iy B
S @ Rear view

Fig. 11: Dimensions of the pipe connections

Cooling flow (with 2-pipe also heating)

Cooling return (for 2-pipe also heating)

Cooling return (also heating)

4 Heating flow

Heating return

6 Return flow heating

Nl |lw | —

Optional primary air connection (g 80 mm // 3.15 inch)
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6.5.2 Primary air connection

Primary air connection for fresh air supply (optional)

KaDeck can be equipped with up to two primary air outlets. These allow preconditioned primary air to be introduced into the
KaDeck and the room. The preconditioned air must be cleaned and supplied at a minimum of 57.2 °F and a maximum of 77 °F.
With the maximum primary air volume supplied, the sound power level is max. 30 dB(A).

Maximum air volume per appliance:

» When using one spigot: 35.3 cfm

» If both spigots are used: 70.62 cfm

The maximum primary air volume is 35.3 cfm for single-sided appliances and 70.62 cfm for double-sided appliances.

Fig. 12: Primary air spigot dimensions

. WAMDMAN
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» Remove the condensate tray.

» The connection area of the heat exchanger is accessible once the condensate
tray has been removed. The dimensions can be found in Connection to
the pipe network [ 21] depending on the model (2-pipe / 4-pipe) and
valve kit fitted (2-way pre-settable or differential pressure-independent).

» Use a screwdriver to remove the plugs to open up the connection holes re-
quired.

Fig. 15: Flexible corrugated pipes

» Remove the flexible corrugated pipes and insulation from the valve kit. Push
the insulation over the corrugated pipes and route through the open con-
necting holes into the unit.

KAMBMAMN .
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» Make sure that the insulation and corrugated pipes are not damaged. Push
on the insulation as far as the thread of the corrugated pipes!

» Use a Phillips screwdriver to open the electrical connection box and connect
up the valves according to the wiring diagram.

Fig. 17: Opening the electrical connection box

. WAMDMAN



6.5.4
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Connecting the primary air supply (optional)

L ]
i p '
Pﬁ'ﬂ": B £

Fig. 18: Removing the primary air spigot

» If the KaDeck is to be supplied with primary air, remove the relevant spigot
from the housing.

Fig. 19: Sealing the primary air connection
spigot

» Apply silicone to the primary air connection spigot (optional accessory) to
seal it.

Fig. 20: Removing the primary air cover

» Remove the primary air cover of the heat exchanger depending on the pri-
mary air connection side required.

KAMBMAMN .
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7 Electrical connection

IMPORTANT NOTE!

Condensation formation in the cooling unit!
In the event of on-site valve control, the cooling valve must be closed when the fans are switched off.

7.1 Maximum electrical rating values

@, IMPORTANT NOTE!

The appliance is designed exclusively for Class 2 (NEC) circuits. This means that it is designed for voltages be-
low 30 V AC/DC. Higher voltages are not permitted.

KaDeck, electromechanical version (*24)

Item number Rated voltage [VDC] Rated power Rated cur-  Ri analogue IP class Protection
[w] rent [A] input [kQ] class

3261xxx11xxx24 24 12 0.5 100 1P20 1}

3261xxx12xxx24 24 21 0.9 50 1P20 1]

Tab. 4: Maximum electrical connection values KaDeck

. WAMoMAN
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7.2  Electromechanical control

7.2.1 Connection (*00)

Electrical connection box

Position of electrical connection box (with condensate tray removed) contact switch:
When the cover is removed from the unit, the contact switch switches off the 24 V power supply to the fan.

(Contact switch no longer actuated/pressed)

Use a Phillips screwdriver to open the electrical connection box and remove the cover of the connection box.

Terminals:

24V =24V DC power supply
E = Motor alarm contact
UC=0-10V fan control
GND = Ground

DIN rail:

The DIN rail is supplied equipped for an optional extra-low-voltage controller to be provided by the customer.

KAMBMAMN .



KaDeck

Assembly, installation and operating instructions

7.2.2 Cable laying plans
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8  Pre-commissioning checks

During first-time commissioning, it must be ensured that all necessary requirements are met so that the device can function
safely and as intended.

Structural tests
» Check that the unit is securely standing and fixed.
» Check the horizontal installation/suspension of the unit.
» Check the completeness and correct seating of all filters (dirt side).
» Check whether all components are properly fitted.

» Check whether all dirt, such as packaging or site dirt, has been removed.

Electrical tests
» Check whether all lines have been properly laid.
» Check whether all lines have the necessary cross-section.
» Are all wires connected in accordance with the electric wiring diagrams?
» Is the earth wire connected and wired throughout?

» Check all external electrical connections and terminal connections are fixed in place and tighten if necessary.

Water-side checks
» Check whether all supply and drainage lines have been properly connected.
» Fill pipes and unit with water and bleed.
» Check whether all bleed screws are closed.
» Check leak tightness (pressure test and visual inspection).
» Check whether the parts carrying water have been flushed through.
» Check whether any shut-off valves fitted on site are open.
» Check whether any electrically actuated shut-off valves have been properly connected.
» Check whether all valves and actuators are working properly (note permitted mounting position).

Air-side checks
» Check whether there is unimpeded flow at the air inlet and outlet.
» Check whether the air inlet filter is fitted and dirt-free.
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Maintenance

Securing against reconnection

DANGER!

Risk of death by unauthorised or uncontrolled restart!
Unauthorised or uncontrolled restarting of the equipment can result in serious injury or death.

» Before restarting, ensure that all safety devices are fitted and working properly and that there is no hazard
to humans.
Always follow the procedure described below to prevent accidental restart:
1. de-energise.
2. Prevent accidental re-connection.
3. Check that the equipment is de-energised.
4. Cover and cordon off adjacent live parts.

WARNING!

Risk of injury from rotating parts!
The fan impeller can cause severe injuries.

» Switch off the unit and prevent it from reconnection before commencing any work on moving components
of the fan. Wait until all parts have come to a standstill.

Maintenance Schedule:
The sections below describe maintenance work needed for the proper and trouble-free operation of the equipment.

If there are signs of increased wear during regular checks, shorten the required maintenance intervals to the actual wear and
teat. Contact the manufacturer with any questions about maintenance work and intervals.

Interval Maintenance work
Regular visual inspections and acoustic tests for damage, soiling and func-
If necessary i
tion.
External filter (with cooling): quarterly
External air filter (heating only): every six months Check filter for dirt, clean and change filter if necessary.

Secondary air filter: annually

Check water-side connections, valves and screw connections for dirt, leaks

every six months and function.

annually Check electrical connections.

annually Clean air-conducting components/surfaces.

Humid cooling: every six months Check and clean appliance components (heat exchanger, condensate tray,
Dry cooling: annually condensate drain, float switch).
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9.3 Maintenance work

Open the design panel before maintenance work!

Open the design panel before maintenance work, as described in "Installing the unit on the ceiling [ 18]".
9.3.1 Replacing the filter.

CAUTION!

Risk of injury from sharp metal housing!
The inner metal of the casing can have sharp edges.

» Wear suitable protective gloves.

=21l

Fig. 22: Vacuum the filter and re-fit it after cleaning.

9.3.2 Clean the inside of the unit

Check all elements that come into contact with air (internal surfaces of the unit, outlet elements etc.) for dirt or deposits during
maintenance and use a commercially available product to remove.
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The following chapter describes possible causes of faults and the work needed to rectify them. Should faults occur frequently,
shorten the maintenance intervals in line with the actual loading on the unit.

Contact the manufacturer with any faults that cannot be rectified using the following information.

Behaviour in the event of faults

The following applies:

Determine the cause of the fault!

ately advise a supervisor on site about the fault.

Immediately switch off the unit with faults that pose an immediate danger to persons or property!

Switch off the unit and prevent it from being reconnected if rectifying the fault requires work in the hazard area. Immedi-

Either rectify the fault yourself or have it repaired by authorised personnel, depending on the nature of the fault.

The Fault table [ 33] provides information on who is authorised to rectify and remedy faults.

10
1.
2.
3.
4.
10.1 F

ault table

Fault

System water leakage

Unit too loud

Water leakage con-
densate

Appliance does not
heat or cool suffi-
ciently (PWW/PKW)

Possible cause

Heat exchanger defect.

Hydraulic connection not correct.

Fan speed too high.

Air intake / air discharge opening is obstructed.

Filter dirty.
Rotating parts unbalanced

Fan dirty.
Heat exchanger dirty.
Drains of the condensate tray blocked.

Cold water pipe not properly insulated.

Air-conducting accessory components not properly insulated.

Fan is not switched on.
Air output is too low.
Filter is dirty.

No heating or cooling medium.

Valves do not work.
Setpoint temperature on controller set too low or too high.

Control unit with integrated sensor or external sensor is di-
rectly exposed to solar radiation or positioned above a heat
source.

Air cannot flow freely out or in.
Heat exchanger is dirty.

Air in the heat exchanger.

Remedy

Replace heat exchanger if necessary.

Check flow and return, retighten if necessary.
Set a lower fan speed, if possible.

Free air routes.

Replace filter.

Clean and/or replace impeller. Make sure that no balancing
brackets are removed during cleaning.

Clean dirt from fan.

Clean dirt from the Heat exchanger.

Clean condensate drains and check for sufficient gradient.
Check insulation.

Check insulation.

Switch on fan via control.

Set higher fan speed.

Replace filter.

Switch on the heating or cooling system, switch on the circula-
tion pump, vent the appliance/system.

Replace defective valves.

Adjust the temperature setting on the controller.

Place control unit with integrated sensor or external sensor in a
suitable position.

Remove obstacles from the air outlet/air inlet.

Clean the heat exchanger.

Vent the heat exchanger.
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10.2 Start-up after rectification of fault
After correction of the fault, carry out the following steps for recommissioning:
1. Make sure that all maintenance covers and access openings are sealed.
2. Switch off the unit.

3. Acknowledge the fault on the controller, if necessary.
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